MIAMIDADE MIAMI-DADE COUNTY, FLORIDA
- METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE
METRO-DADE FLAGLER BUILDING

140 WEST FLAGLER STREET, SUITE 1603
MIAMI, FLORIDA 33130-13563

PRODUCT CONTROL NOTICE OF ACCEPTANCE (303) 375-2901 FAX (303) 375-2908
Premdor Entry Systems CONTRACTOR LICENSING SECTION
One Premdor Drive (305) 375-2527 FAX (305) 375-2558
Dickson ,TN 37055 CONTRACTOR ENFORCEMENT DIVISION

(305) 375-2966 FAX (303) 375-2908
PRODUCT CONTROL DIVISION
(305) 375-2902 FAX (305) 372-6339
Your application for Notice of Acceptance (NOA) of:
Fiberglass Door Outswing Opaque In a Wood Frame
under Chapter 8 of the Code of Miami-Dade County governing the use of Alternate Materials and Types of
Construction, and completely described herein, has been recommended for acceptance by the Miami-Dade
County Building Code Compliance Office (BCCO) under the conditions specified herein.

This NOA shall not be valid after the expiration date stated below. BCCO reserves the right to secure this
product or material at any time from a jobsite or manufacturer's plant for quality control testing. If this
product or material fails to perform in the approved manner, BCCO may revoke, modify, or suspend the
use of such product or material immediately. BCCO reserves the right to revoke this approval, if it is
determined by BCCO that this product or material fails to meet the requirements of the South Florida
Building Code.

The expense of such testing will be incurred by the manufacturer. W%

ACCEPTANCE NO.: 01-1031.02
EXPIRES: 11/16/2006 Raul Rodriguez
Chief Product Control Division

THIS IS THE COVERSHEET, SEE ADDITIONAL PAGES FOR SPECIFIC AND GENERAL
CONDITIONS
BUILDING CODE & PRODUCT REVIEW COMMITTEE

This application for Product Approval has been reviewed by the BCCO and approved by the Building
Code and Product Review Committee to be used in Miami-Dade County, Florida under the conditions set

torth above. ﬁm

Francisco J. Quintana, R.A.

Director

Miami-Dade County
APPROVED: 12/11/2001 Building Code Compliance Office

Ws045000 1\pc2000\ templatesinotice acceptance cover page.dot

Internet mail address: postmaster@buildingcodeonline.com @ Homepage: http://www.buildingcodeonline.com



Premdor Entry Systems ACCEPTANCE No.: 01-1031.02

3.1

4.1

4.2

APPROVED: December 11, 2001

EXPIRES: November 16, 2006

NOTICE OF ACCEPTANCE: SPECIFIC CONDITIONS

SCOPE

This renews Notice of Acceptance (NOA) No. 98-1007.02, which was issued on November 16,
2000. It renews the approval of a residential insulated fiberglass door, as described in Section 2 of
this NOA, designed to comply with the South Florida Building Code (SFBC), 1994 Edition for
Miami-Dade County, for the locations where the pressure requirements, as determined by SFBC
Chapter 23, do not exceed the Design Pressure Rating values indicated in the approved drawings.

PRODUCT DESCRIPTION

The Outswing Opaque Single Residential Insulated Fiberglass Door and its components shall be
constructed in strict compliance with the following document: Drawing No 31-1033-0, Sheets 1
through 4 of 4, titled “titled “Premdor 3’ 0” x 6* 8” (Fiberglass) Door w/Bumper Threshold in Wood
Frame (Outswing),” prepared by manufacturer, dated 1/27/98 and revised on 10/18/00, bearing the
Miami-Dade County Product Control renewal stamp with the NOA number and expiration date by
the Miami-Dade County Product Control Division. This document shall hereinafter be referred to as
the approved drawings.

LIMITATIONS
This approval applies to single unit applications of single, as shown in approved drawings.

INSTALLATION

The residential insulated fiberglass door and its components shall be installed in strict compliance
with the approved drawings.

Hurricane protection system (shutters): The installation of these units will require a hurricane
protective system.

LABELING
Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved".

BUILDING PERMIT REQUIREMENTS

Application for building permit shall be accompanied by copies of the following:

6.1.1 This Notice of Acceptance

6.1.2 Duplicate copies of the approved drawings, as identified in Section 2 of this Notice of
Acceptance, clearly marked to show the components selected for the proposed installation.

6.1.3  Any other documents required by the Building Official or the South Florida Building Code
(SFBC) in order to properly evaluate the installation of this syst

Raul Rodriguez, Chief
Product Control Division



Premdor Entry Systems ACCEPTANCE No.: 01-1031.02

APPROVED: December 11, 2001

EXPIRES: November 16, 2006

NOTICE OF ACCEPTANCE: STANDARD CONDITIONS

1. Renewal of this Acceptance (approval) shall be considered after a renewal application has been filed
and the original submitted documentation, including test supporting data, engineering documents, are
no older than eight (8) years.

2. Any and all approved products shall be permanently labeled with the manufacturer's name, city, state,
and the following statement: "Miami-Dade County Product Control Approved", or as specifically
stated in the specific conditions of this Acceptance.

3. Renewals of Acceptance will not be considered if:

a) There has been a change in the South Florida Building Code affecting the evaluation of this
product and the product is not in compliance with the code changes;

b) The product is no longer the same product (identical) as the one originally approved;

¢) If the Acceptance holder has not complied with all the requirements of this acceptance, including
the correct installation of the product;

d) The engineer who originally prepared, signed and sealed the required documentation initially
submitted is no longer practicing the engineering profession.

4. Any revision or change in the materials, use, and/or manufacture of the product or process shall
automatically be cause for termination of this Acceptance, unless prior written approval has been
requested (through the filing of a revision application with appropriate fee) and granted by this office.

5. Any of the following shall also be grounds for removal of this Acceptance:
a) Unsatisfactory performance of this product or process.
b) Misuse of this Acceptance as an endorsement of any product, for sales, advertising or any other
purpose.

6. The Notice of Acceptance number preceded by the words Miami-Dade County, Florida, and followed
by the expiration date may be displayed in advertising literature. If any portion of the Notice of
Acceptance is displayed, then it shall be done in its entirety.

7. A copy of this Acceptance as well as approved drawings and other documents, where it applies, shall
be provided to the user by the manufacturer or its distributors and shall be available for inspection at
the job site at all time. The engineer need not reseal the copies.

8. Failure to comply with any section of this Acceptance shall be cause for termination and removal of
Acceptance.

9. This Notice of Acceptance consists of pages 1, 2 and this last page 3.

END OF THIS ACCEPTAW

~ Raul Rodriguez, Chief
Product Control Division



PREMDUR

3'-0 x 6'-8 (FIBERGLASS) DOOR WITH

BUMPER THRESHOLD IN A wWOOD FRAME
(OUTSWING)

37 1/2°

7/16° x 1 374" lg. STAPLES

(3) PER SIDE | 4 _j r»—zz'

) —

|
|
1

I — i
T0P OF DOOR 10 [— |

8 7/16’ Q_UF HINGE
\\\\\__ﬂlo % 2° SCREWS

{
17 1/2° ’ -

(TYP) 2y PER HINGE
| R | § 43 11/16°
R TOP OF DOOR
S 31 3/16" @ 10 ¢ OF LOCK

80 l1/16°

KWIKSET
660 DEADLOCK
OR 3 e
L. HARLOC 820 :
y
#10 x 1 1/2° MINIMUM EMBEDMENT ! ]:

(S) PER SIDES A —/
ALTERNATE: 3/16° PFH TAPCONS KWIKSET

w/1 172 MINIMUM EMBEDMENT———o

D o

| 200 LOCKSET
31 3/16° - OR S : .

K8 x 1 1/2° SCREWS i i
JAMBS TO THRESHOLD N\ , AN
@) PER SIDE I ) N
| 410 x 1 1/2° MINIMUM EMBEDME

4° —**—J — L~—~-4' (2) @ THRESHOLD (2) @ HEADER

ALTERNATE: 3/16° PFH TAPCONS
w/l 1/2° MINIMUM EMBEDMENT

NOTES:

1) WOOD BUCKS BY OTHERS. MUST BE ANCHORED

PROPERLY TO TRANSFER LOADS TO THE STRUCTURE.

2) THE PRECEDING DRAWINGS ARE INTENDED TO .
QUALIFY THE FOLLOWING INSTALLATIDONS. PRODLUCTY RENEWED

A. WOOD FRAME CONSTRUCTION WHERE DOOR
SYSTEM IS ANCHORED TO A MINIMUM TwO BY wOOD

OPENING.
B. MASONRY 0OR CONCRETE CONSTRUCTION WHERE Sy 7
D008 SYSTEN IS AICHORED 10 A MK T 1 o
C. MASONRY OR CDNCRETE CONSTRUCTION WHERE APPROVED A3 LUMPLYING WITH THE
DOOR SYSTEM IS ANCHORED DIRECTLY TO CONCRETE SOUTH FLORIDA BUILOING COOE
OR MASONRY WITH OR WITHOUT A NON-STRUCTURAL oae_Z/ny ., 2000
ONE BY wOOD BUCK. 6v_ L rrsre D
3. ALL ANCHORING SCREWS TO BE #10 WITH PRODULT GONTROL DIVISION (]
MINIMUM 1 1/2° EMBEDMENT INTO w0OD SUBSTRATE BUILDING CODE COMPUANCE OFFICE
OR 3/16° PFH TAPCONS WITH 1 1/2° MINIMUM EMBEDMENT ACCEPTANCENO._MOP
‘ / INTO MASONRY.
C DADS COUNTY MODIFICATIONS wnerx | U3
LTS NCESS NOIED, FRAC ! L @ AL 3 DADE COUNTY MODIFICATIONS ar2rx ;g
! CXTRUSIDS: LNLESS NOTED, ST (DL TOLS DD SHEST 4 & REDRAWN g-13-98
RH. INSWING xRSl o Tam St £ b8 TEIER
SRTNIE PRCMONR (FI3ERCLASS) DR
\\\\} Xy 2% TWEIATgR [ Wt [ SCALE
PREMITR ENTRY SYSTERS 31-1033-0_
L. INSWING i o ke SHEET 1 OF 4

| |evsvs - ¢




EWED
10 x 1 1/2° MINIMUM EMBEDMENT OR PRODUCT RENEWE

2 BY WOOD BUCK 3/16° PFH TAPCONS WITH accertance o Ol 1031 .0
( @1 1/2°MIN. EMBEDMENT (TYP) EXPIRATION DATE (YNGR c \b, 2006
(2) PER HEAD JAMB 2 DS A
1 " by Mf)'h [ON
. - i ONTROL DIVISIO
1/4° GAP MAX. : MATERIALS LIST TR O L anCE ORFICE
] | , [TEM ND. DESCRIPTION PART NUMBER COMMENTS -
i ; 3 ) | voop-HEAD JAMB FG-09 L1/4" x 4 9/16° MIL 10 BE wOOD.
@ | COMPRESSION WEATHERSTRIP | FG-15 LOXSEAL 9650 (BRONZE) )
@ | wnoD-SIRIKE Jam FG-10 L1/4° x 4 9/16° MIL._T0_BC w000
G) @ | ALUMINUM-BUMPER THRESHALD | FG-14 [L1/4° x4 9/16° B
& | wooD-TOP RAIL FG-06 31732 x 34 19/32° MIL. 10 BE WO,
©® | FIBERGLASS SKIN APPLIED COMPOSITES —&?‘!.Eill”‘r’.?r?cﬁ??“' -
@ | POLYURETHANE FOAM CORE BASF FOAM, DENSITY 20 10 25 lbs/Ft -
@ \JOOD-BOTTOM RAIL FG-07 317327 x 34 19/32° MIL. 10 BE wWOOD
LI (9  |woop LOcK BLOCK FG-05 2 11/16" x 21" MTL TO0 BE woup
KRR (© | wOOD-HINGE JAMB FG-08 1 1/74° x 4 9/16* MTL. 10 BE wOOD.
e @) ) |HINGE & STRIKE STILE (BLANK) | FG-04 31/32" x 79 5/16° MTL 10 BE wOOD. )
” °.- . -o' ° ’ ’ 1 F' - . <
90 11/16 SN AR (® | 4°x4" HINGE G-13 097 THICK (STEEL)
X I ® 810 x 2° FHWS. (2) PER HINGE INTO JAMB
) MAX P o. o . @ 10 FHVS VKNI 1 1720 [R3CDMERT (R 3) SLRAVS PER JANE (2) SCRIVS POR 1CAD JARE T
E >< T E R I D R CoL o 06" PEH TAPCONS V/XINDMOM | /2" DM DMENT () SCRCVS PR RS OLD .
S * INTERIDR @ 10 x 3/4° FHWS. (@) SRS 2L ML INID and -~
R (&) |48 x 2' FHWS. (2) AT EACH STRIKE PLATE )
e (D liockser I ARG 00 B
“.Q—,,““:—*’>’*— 1.79°
/Hi il_/( " / DESTGN PRESSURE RATINGS (@utswing Doors)
L L éH VITHIUT CANDPY (R VHERE WATER INFILTRATION WHERE WATER INFILTRATION
OVERHAYG REQUIRCHENT 1S NCEDED 1| REGUIRCHENT 1S NOT NCCOCD
i FIN FL. [T W] Positive | +550 psf 7760 psf X 7760 pst

APPROVED AS conrrvmm o iNEQQ Tive 1-76.0 psf -76.0 psf X -760 psf
i sour OMPLYING WITH TRE
) TEH)ommsuuomc cope X UNITS SHALL BE INSTALLED ONLY AT LOCATIONS PROTECTED BY A CANOPY (OR
O1bes s 5,0,0VERHANG SUCH THAT THE ANGLE BETWEEN THE EDGE OF CANOPY OR OVERHANG
8Y 10 SILL IS LESS THAN 45 DEGREES. UNLESS UNIT IS INSTALLED [N
' y PRODYET coNTROL ON-HABITABLE AREAS WHERE THE UNIT AND THE AREA ARE DESIGNED 10
] sUL o owmsi ACCEPT WATER INFILTRATION _
2 BY W0OOD!BUCK 1 1/4" COOECOkPUANnEOF ICE D |DADE COUNTY MODIFICATIONS 018/00¢ J1)
: ACCEPTANCE NO Pf—~ /009 D~ C |DADE COUNTY MODIFICATIONS 915700 | 4
4 9/16" s LIKITS: DRSS WGHD, FRAC. XC ¢ MG B [DADE COUNTY MODIFICATIONS — |a/e0s0y g])
EXTRUSIONS: UNLESS NOICD, STD. WL TOUS, A |ADD INTERIOR/EXTERIOR NOTE  [p-22-98|RS
ENGINEER: LR REVISIONS IC | b
PART NAMC: F[BERGLASS_D?DR (B-DB) o
— R B RS. [ AL 1-p7-98 | HAT'L:

110 x 1 1/2° MINIMUM EMBEDMENT OR | PREMD[R ENIRY SYSTEMS 31-1033- D

@ 3/16" PFH TAPCONS WITH o1 £ JTTERSTH

D U T g \/\/ [ N G L72"MIN. EMBEDMENT (TYP) . PITTSBURG, KS. 66762 SHEET 2 [F 4
() PER THRESHOLD e |




35 137167

MAX

EXTERIUR

I

AN
N
1]
K

¢ X WOOD BUCK

INTERIUR

37 1/¢2°

4 9/16°

11111111111

rrrrrr

MAX

SECTION A=A
TS WING

\— 2 X wO0D BUCK

—— = 1/4" GAP MAX.

PRODUCT RENEWED APFROVED AS COMPLYING WITH THE

ACCEPTS vr\oﬂl 407). 0'2_ sou.rmomm au:;omocooc
i Houads s, 2000

OND IF/VW 4/@ UL
M PROOUYT {TROL DIVISION Lé ;ﬁ-

J/PRODUCT CONTROL DIVISIAN BUILDING CODE COMPLIANCE OFFICE
BUILDING CODE COMPLIANCE OFFICE  ACCEPTANCE o_2f*~ /00 7. a)’

C DADE COUNTY MODIFICATIONS 10/18/00| JI)
LIMITS: UNLESS MOTED, TRAC. XC [ (O B | DADE COUNTY MUDIFICATIONS asenso0| JD
EXTRUSIONS: UMLCSS NOTED, STD. COXL. TOU'S A |ADD INTERIOR/EXTERIOR NOTE |o-12-98| RS
ENGINEER: LIR REVISIONS LOMC | By

R B RS [ DATE 1-P7-98

PART NAME: F[BERGLASS D?DRJA A-N)
TIEE

911 [ JEFFERSON
PITTSBURG, XS. 66762

SOOI ENTRY CYSTIS

3&&033—@””M

SHEET 3 OF 4

’Rﬁvm WUHR ¢




OTHER DOUOR STYLES EMBUOSS

T i
) g -
= T =T
Hjn Hign
NARRDOW STANDARD
6 PANEL 6 PANEL
R 35 137167 SN
Ma x
] |
] [
79 57167 == =
Ma x
|
FLUSH 9 PANEL
TYP.

T
= ] 1 7]
] |
STANDARD N/E
4 PANFL 4 PANEL
FLUSH S/R

Iﬂ__ B
Hin (L
NN ]
(L |
NARROW 4 PANEL
4 PANEL EYEBRUOW

ACCEPTANCE N

EXPIRATION D 0 N%%Zwb . ,' 5
By_{ A F’f\Odl—TC"Nl’r‘O( DIVIS

o PANEL
EYEBROW

PRODUCT RENEWED

L 01163):0%
(7,54

APPROVED AS COMPLYING WITH THE

SOUTH FLORIDA B{Lilg)m(} (ole]e]
Q. /6 ) o090

HION 5‘

[PﬁODLCT conthor prv MJ( r BUILOINS ConE Cot 1?mwcr OFTICE
VFICE

DE COMPLIANCE
BUILDING CODE £ acceptaice tio Zd

LIMITS: UMLESS NOTED, FRAC. XC
CXTRUSIONS: UNLESS NDTED, STD. CONT. TOL'S.

ANG.

A~ |DADE COUNTY MUDIFICATIONS

0008

Tonaz00) )

ENGINEER: LIR REVISIONS OME | By
PART NAWC: PREMDOR (FIBERGLASS) DOOR OPTIONS
R B J.D. [ IATE 8-28-00 | HAT'L: [ SCALE:

PREMDOR ENTRY SYSTEMS

911 €. JXFFCRSON
PITTSBURG, KS. 66762

SHEET 4

31-1033-0

OF 4

Wmmmm A




